
roofing underlayment

1-7/8" Homasote Firestall® roof deck

steel roof trusses @ 48" oc max.
minimum 3:12 slope
(design by others)

3/8" resilient channels @ 24" oc

5/8" fire rated gypsum board

Firestall® Roof Deck Detail FS-MRD-178-48-19
UL Design No. P535

wood blocking

fascia, trim and gutters
by others

metal roofing system


